
IM - IGNITION MODULE

LOP - LOW OIL PRESSURE SWITCH

SP - SPARK PLUG

RAR - REMOTE ALARM RELAY

CB1 - CIRCUIT BREAKER, MAIN OUTPUT

FS  - FUEL SOLENOID

F1  - FUSE 15 AMP

HTO - HIGH OIL TEMPERATURE SWITCH

HM  - HOUR RUN METER

BCR - BATTERY CHARGE RELAY

LEGEND

SC - STARTER CONTACTER
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F2  - FUSE 5 AMP

BA - BRUSH ASSEMBLY

CB2 - CIRCUIT BREAKER, ALT. EXCITATION
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SW1 - AUTO/OFF/MANUAL SWITCH

TX - TRANSFORMER, 16 VAC 56VA & 16VAC 1VA (DUAL SEC.)

SW2 - SET EXERCISE SWITCH
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